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Frequency Converters

5895-01-477-0855

Frequency Converters for the MEP 831A Generator are being damaged due to incorrect connections of the load cables. Per TM 10155A-13/1, connect the load cables in accordance with the Terminal Voltage Name plate mounted on the inside cover (120/240 volts, 3 wire or 120 volts 2 wire). Ensure voltage selector switch setting matches load cable voltage connections. A mismatch will cause damage to the equipment and may result in injury to personnel.
Below is an example of damage that is occurring due to improper connections.
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